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PROPOSED CODE CHANGE (Check One) 

Change to read as follows ⌧Add to read as follows  Delete and substitute as follows  Delete without substitution 

 

 

 
 
 
 
 
 

   

REASON 

 

a. 

a. A trap arm serving only a bath tub, tub/shower combination or 

shower may be increased to 9 feet (2743 mm) with a slope of not less 

than ⅛  inch (3.175 mm) per foot. 



 
Brings forward current code amendment allowing a longer trap arm for these fixtures. 
 
 
 
 
Fiscal impact: no increase to the cost of construction, current amendment language.  

REVIEW RECOMMENDATION 

Approve 

Disapprove 

Approve as amended 
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